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280.230 Operating an underground storage 
tank or underground storage tank sys-
tem. 

APPENDIX I TO PART 280—NOTIFICATION FOR 
UNDERGROUND STORAGE TANKS (FORM) 

APPENDIX II TO PART 280—LIST OF AGENCIES 
DESIGNATED TO RECEIVE NOTIFICATIONS 

APPENDIX III TO PART 280—STATEMENT FOR 
SHIPPING TICKETS AND INVOICES 

AUTHORITY: 42 U.S.C. 6912, 6991, 6991a, 6991b, 
6991c, 6991d, 6991e, 6991f, 6991g, 6991h. 

SOURCE: 53 FR 37194, Sept. 23, 1988, unless 
otherwise noted. 

Subpart A—Program Scope and 
Interim Prohibition 

§ 280.10 Applicability. 

(a) The requirements of this part 
apply to all owners and operators of an 
UST system as defined in § 280.12 except 
as otherwise provided in paragraphs 
(b), (c), and (d) of this section. Any 
UST system listed in paragraph (c) of 
this section must meet the require-
ments of § 280.11. 

(b) The following UST systems are 
excluded from the requirements of this 
part: 

(1) Any UST system holding haz-
ardous wastes listed or identified under 
Subtitle C of the Solid Waste Disposal 
Act, or a mixture of such hazardous 
waste and other regulated substances. 

(2) Any wastewater treatment tank 
system that is part of a wastewater 
treatment facility regulated under sec-
tion 402 or 307(b) of the Clean Water 
Act. 

(3) Equipment or machinery that 
contains regulated substances for oper-
ational purposes such as hydraulic lift 
tanks and electrical equipment tanks. 

(4) Any UST system whose capacity 
is 110 gallons or less. 

(5) Any UST system that contains a 
de minimis concentration of regulated 
substances. 

(6) Any emergency spill or overflow 
containment UST system that is expe-
ditiously emptied after use. 

(c) Deferrals. Subparts B, C, D, E, and 
G do not apply to any of the following 
types of UST systems: 

(1) Wastewater treatment tank sys-
tems; 

(2) Any UST systems containing ra-
dioactive material that are regulated 

under the Atomic Energy Act of 1954 
(42 U.S.C. 2011 and following); 

(3) Any UST system that is part of an 
emergency generator system at nuclear 
power generation facilities regulated 
by the Nuclear Regulatory Commission 
under 10 CFR part 50, appendix A; 

(4) Airport hydrant fuel distribution 
systems; and 

(5) UST systems with field-con-
structed tanks. 

(d) Deferrals. Subpart D does not 
apply to any UST system that stores 
fuel solely for use by emergency power 
generators. 

§ 280.11 Interim prohibition for de-
ferred UST systems. 

(a) No person may install an UST 
system listed in § 280.10(c) for the pur-
pose of storing regulated substances 
unless the UST system (whether of 
single- or double-wall construction): 

(1) Will prevent releases due to corro-
sion or structural failure for the oper-
ational life of the UST system; 

(2) Is cathodically protected against 
corrosion, constructed of noncorrodible 
material, steel clad with a noncorrod-
ible material, or designed in a manner 
to prevent the release or threatened re-
lease of any stored substance; and 

(3) Is constructed or lined with mate-
rial that is compatible with the stored 
substance. 

(b) Notwithstanding paragraph (a) of 
this section, an UST system without 
corrosion protection may be installed 
at a site that is determined by a corro-
sion expert not to be corrosive enough 
to cause it to have a release due to cor-
rosion during its operating life. Owners 
and operators must maintain records 
that demonstrate compliance with the 
requirements of this paragraph for the 
remaining life of the tank. 

NOTE: The National Association of Corro-
sion Engineers Standard RP–02–85, ‘‘Control 
of External Corrosion on Metallic Buried, 
Partially Buried, or Submerged Liquid Stor-
age Systems,’’ may be used as guidance for 
complying with paragraph (b) of this section. 

§ 280.12 Definitions. 
Aboveground release means any re-

lease to the surface of the land or to 
surface water. This includes, but is not 
limited to, releases from the above- 
ground portion of an UST system and 
aboveground releases associated with 
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